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40 CFR Ch. I (7–1–14 Edition) § 141.110 

§ 141.110 General requirements. 
The requirements of subpart K of this 

part constitute national primary 
drinking water regulations. These reg-
ulations establish treatment tech-
niques in lieu of maximum contami-
nant levels for specified contaminants. 

§ 141.111 Treatment techniques for ac-
rylamide and epichlorohydrin. 

Each public water system must cer-
tify annually in writing to the State 
(using third party or manufacturer’s 
certification) that when acrylamide 
and epichlorohydrin are used in drink-
ing water systems, the combination (or 
product) of dose and monomer level 
does not exceed the levels specified as 
follows: 

Acrylamide=0.05% dosed at 1 ppm (or equiva-
lent) 

Epichlorohydrin=0.01% dosed at 20 ppm (or 
equivalent) 

Certifications can rely on manufactur-
ers or third parties, as approved by the 
State. 

Subpart L—Disinfectant Residuals, 
Disinfection Byproducts, and 
Disinfection Byproduct Precur-
sors 

§ 141.130 General requirements. 
(a) The requirements of this subpart 

L constitute national primary drinking 
water regulations. 

(1) The regulations in this subpart es-
tablish criteria under which commu-
nity water systems (CWSs) and non-
transient, noncommunity water sys-
tems (NTNCWSs) which add a chemical 
disinfectant to the water in any part of 
the drinking water treatment process 
must modify their practices to meet 
MCLs and MRDLs in §§ 141.64 and 141.65, 
respectively, and must meet the treat-
ment technique requirements for dis-
infection byproduct precursors in 
§ 141.135. 

(2) The regulations in this subpart es-
tablish criteria under which transient 
NCWSs that use chlorine dioxide as a 
disinfectant or oxidant must modify 
their practices to meet the MRDL for 
chlorine dioxide in § 141.65. 

(3) EPA has established MCLs for 
TTHM and HAA5 and treatment tech-

nique requirements for disinfection by-
product precursors to limit the levels 
of known and unknown disinfection by-
products which may have adverse 
health effects. These disinfection by-
products may include chloroform; 
bromodichloromethane; 
dibromochloromethane; bromoform; 
dichloroacetic acid; and trichloroacetic 
acid. 

(b) Compliance dates—(1) CWSs and 
NTNCWSs. Unless otherwise noted, sys-
tems must comply with the require-
ments of this subpart as follows. Sub-
part H systems serving 10,000 or more 
persons must comply with this subpart 
beginning January 1, 2002. Subpart H 
systems serving fewer than 10,000 per-
sons and systems using only ground 
water not under the direct influence of 
surface water must comply with this 
subpart beginning January 1, 2004. 

(2) Transient NCWSs. Subpart H sys-
tems serving 10,000 or more persons and 
using chlorine dioxide as a disinfectant 
or oxidant must comply with any re-
quirements for chlorine dioxide in this 
subpart beginning January 1, 2002. Sub-
part H systems serving fewer than 
10,000 persons and using chlorine diox-
ide as a disinfectant or oxidant and 
systems using only ground water not 
under the direct influence of surface 
water and using chlorine dioxide as a 
disinfectant or oxidant must comply 
with any requirements for chlorine di-
oxide in this subpart beginning Janu-
ary 1, 2004. 

(c) Each CWS and NTNCWS regulated 
under paragraph (a) of this section 
must be operated by qualified per-
sonnel who meet the requirements 
specified by the State and are included 
in a State register of qualified opera-
tors. 

(d) Control of disinfectant residuals. 
Notwithstanding the MRDLs in § 141.65, 
systems may increase residual dis-
infectant levels in the distribution sys-
tem of chlorine or chloramines (but not 
chlorine dioxide) to a level and for a 
time necessary to protect public 
health, to address specific micro-
biological contamination problems 
caused by circumstances such as, but 
not limited to, distribution line breaks, 

VerDate Sep<11>2014 11:40 Oct 01, 2014 Jkt 232171 PO 00000 Frm 00540 Fmt 8010 Sfmt 8002 Y:\SGML\232171.XXX 232171w
re

ie
r-

av
ile

s 
on

 D
S

K
5T

P
T

V
N

1P
R

O
D

 w
ith

 C
F

R


		Superintendent of Documents
	2015-02-13T13:22:33-0500
	US GPO, Washington, DC 20401
	Superintendent of Documents
	GPO attests that this document has not been altered since it was disseminated by GPO




